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Abstract: In recent decades, different control strategies have been designed for the increasing
integration of distributed generation systems. These systems, most of them based on renewable
energies, use electronic converters to exchange power with the grid. Capabilities such as low-voltage
ride-through and reactive current injection have been experimentally explored and reported in many
research papers with a single inverter; however, these capabilities have not been examined in depth
in a scenario with multiple inverters connected to the grid. Only few simulation works that include
certain methods of reactive power control to solve overvoltage issues in low voltage grids can be
found in the literature. Therefore, the overall objective of the work presented in this paper is to
provide an experimental analysis of a low-voltage ride-through strategy applied to distributed power
generation systems to help support the grid during voltage sags. The amount of reactive power will
depend on the capability of each inverter and the amount of generated active power. The obtained
experimental results demonstrate that, depending on the configuration of distributed generation,
diverse inverters could have different control strategies. In the same way, the discussion of these
results shows that the present object of study is of great interest for future research.
Keywords: active and reactive current injection; distributed generation; low-voltage ride-through;
multiple inverters; voltage sags; voltage support
1. Introduction
It is well known that electric power is fundamental for sustainable development because it is
necessary for economic growth and because this same necessity stimulates new alternatives concerning
renewable and clean energies [1]. The world’s leading countries in the development of less polluting
energy solutions are favoring the growth and expansion of distributed power generation systems
(DPGSs) based on renewable sources [2]. Therefore, considering the wide-scale penetration of these
systems in the distributed grid, power system operators have focused their attention on the challenge
of maintaining reliability and stability of the electrical network by implementing and updating rigorous
grid codes (GCs). These GCs are intended to limit the disconnection of these DPGSs under grid faults
as much as possible and avoid loss of power generation that could yield to power outages [3–6].
Grid fault conditions can generate short-duration voltage variations—a decrease in rms voltages,
typically between 0.1 p.u. and 0.9 p.u., for a period of 0.5 cycles to 1 min—one of the primary power
quality concern for process industries [7,8]. Consequently, during grid faults, GCs demand that the
distributed generation (DG) systems remain connected to the grid, support the voltage recovery,
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and resume the active power feed-in after the fault clearance [9–11]. As a result of the increasing
renewable power penetration level and the considerations mentioned above, latest GCs and power
grid operators require low-voltage ride-through (LVRT) capability. This requirement means that
DPGSs above a specific power range should stay connected during grid faults according to the
corresponding time–voltage curve. This function shows the voltage disturbance area at the grid
connection point that must be withstood by the facility. A capability that must not only be verified, but
also certificated [12,13].
During the last years, numerous studies and investigations on different fault ride-through (FRT)
control strategies for grid-connected inverters have been published in the literature, all intended to
improve the behavior of the inverter during grid faults [14–27]. However, most of these strategies
were presented for a single inverter connected to the grid. Nevertheless, some works address the
issue of the operation of multiple inverter-based renewable distributed generators [28–34]. In the
literature [28], the coordinated operation between a wind farm and a static synchronous compensator
(STATCOM) in a power network is studied. This work also refers to an improved system that could
use the inverter capability of a solar farm as a STATCOM device at night. However, despite making a
good approximation and presenting an interesting proposal, the solution is not widely developed and
no experimental results are presented. A control scheme of allocation of reactive power to maximize
resource sharing of grid-connected inverters is proposed in the literature [29]. The studied power
network considers several grid-connected inverters, but its topology includes both a point of common
coupling (PCC) connected to the utility grid or a co-gen plant generator and a communication scheme
that makes this control scheme appropriate for smart grids and microgrids. This work also presents
only simulation results.
The contributions made in the works of [30–32] are based on the study of a real photovoltaic
(PV) low-voltage (LV) grid located in Brædstrup, a village in the region of Østjylland, Denmark [35].
These papers formulate the application of reactive power control as an optimization problem to
mitigate the overvoltage problem existing in LV grids with high penetration of PV technologies. In [31]
a comparative analysis of five reactive power compensation techniques in these networks has also
been presented. These works consider communication schemes and present simulation results.
In the literature [33], a control strategy of automatic mode transition for multiple inverters is
proposed. When the grid is available, the inverters operate in current-control mode by injecting power
into the network. When a grid failure occurs, all inverters automatically switch to the drop-control
mode to achieve proportional power sharing and return to the current-control mode when network
availability is restored. Nevertheless, the system under consideration—with a typical microgrid
configuration—consists of two single-phase inverters, local loads, a bidirectional static transfer
switch, and a synchronization switch. A hardware and software description of a real laboratory
setup composed of four nodes is done in the literature [34]. This experimental network can emulate the
two main scenarios of a dispersed generation network: (1) distributed generation sources connected to
the grid and (2) microgrids in islanded mode. However, only in the first of the three tests, the four
nodes work as network-feeding converters without additional comparisons with other profiles of
generated power. Finally, a complete work of comparing sophisticated but complex control schemes is
carried out in the literature [36]; nonetheless, the study for a grid-connected industrial microgrid with
two PV generators is only validated with MATLAB simulations.
Considering this topic not only attractive but also absent in the literature, as far as authors’
knowledge refers, this paper intends to make a first experimental approach to the injection of power by
several DG systems connected to the grid (multiple inverters) when voltage sags occur. Consequently,
a specific experimental platform with different combinations of impedance is used to analyze how a
conventional current generator acts. This analysis will highlight the advantages and disadvantages
of these injection procedures. Unlike the work of [37], the inverters do not make up a microgrid in
this study.
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The research objectives of this study, which are different from the control objectives of the
strategies that can be implemented in the controllers, are grouped or summarized basically into two
primary goals:
• To extend, in a scenario of multiple grid-connected inverters, the use or application of LVRT control
strategy [25], whose voltage support capability has not been tested when voltage sags occur.
• To carry out an analysis of the experimental results of the power injection profiles (PIPs) as a
function of the generated power (PG) and the equivalent impedance seen from the output side of
each converter.
This paper has been structured as follows. Section 2 describes the operation of multiple grid-
connected inverters under voltage sags. The problem statement is presented in Section 3. The experimental
results and a concise discussion on the behavior of the studied parameters are shown in Section 4.
Finally, Section 5 presents the conclusions of the paper and briefly describes the research guidelines for
future works.
2. Multiple Grid-Connected Inverters under Voltage Sags
This section deals with the description and characterization of the experimental distributed
generation network connected to the grid under voltage sags. Also, the primary GC requirements
during these disturbances are described.
2.1. Experimental Network Configuration
Figure 1 shows the implemented experimental network. A three-phase distributed generation
network composed of four voltage-sourced inverters (VSIs) and one programmable AC power
source, which emulates the utility grid, has been implemented in the power network laboratory
(PNL). Details on the design and implementation of the experimental test bench can be found in the
literature [34]. Each generation node (DPGS) is composed of a three-phase inverter with an output
LC filter connected to the network through a wye-delta transformer. A DC power source feeds each
inverter. The value of PG is one of the inputs of each controller that will help determine the amount of
injected power. The control block is responsible for driving the inverter switches to deliver power into
the grid, giving priority to the active power according to the control algorithm of the strategy under
test, but also to inject reactive power when necessary. The local voltages (v1 to v4) and the inverter
currents (i1 to i4) are measured instantaneously to accomplish this task.
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Figure 1. Scheme of the implemented experimental network. VSI—voltage-sourced inverter;
DPGS—distributed power generation system; PG—generated power.
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The blocks Z1–2, Z2–3, and Z3–4 model the impedances of the lines connecting the distributed/
dispersed nodes and the grid. The wye-delta transformer introduces the equivalent LCL output
inductance LT, as well as some parasitic resistance (see Table 1). The equivalent impedance of the
transformer is used in the testbed to emulate lines with non-negligible resistive components.
Table 1. Line impedances.
Quantity Acronym Value
transformer equivalent inductances 1 and 2 LT1,2 1.0 mH
transformer equivalent resistances 1 and 2 RT1,2 0.5 Ω
transformer equivalent inductances 3 and 4 LT3,4 0.6 mH
transformer equivalent resistances 3 and 4 RT3,4 1.13 Ω
line inductance between 1 and 2 L1–2 2.0 mH
line inductance between 2 and 3 L2–3 0.8 mH
line inductance between 3 and 4 L3–4 0.8 mH
As the equivalent impedance seen by each VSI is of particular interest, these data are shown
in Table 2.
Table 2. Equivalent impedance seen from the output of the voltage-sourced inverters (VSIs).
DPGS—distributed power generation system.
DPGS Req (Ω) Leq (mH) Zeq (Ω) Angle θeq (deg.) |Zeq| (Ω)
1 0.50 4.60 0.50 + 1.73j 73.92◦ 1.80
2 0.50 2.60 0.50 + 0.98j 62.97◦ 1.10
3 1.13 1.40 1.13 + 0.53j 25.04◦ 1.25
4 1.13 0.60 1.13 + 0.23j 11.32◦ 1.15
The equivalent impedance seen from the output side of each generator has been calculated by
appropriately adding the impedance of lines, transformers, and loads.
2.2. Voltage Sag Characterization
The interaction between the power inverter and the network under balanced and unbalanced
faults is a critical issue. However, the normal operation of the grid-connected inverters can be severely
affected when unbalanced grid failures occur, because these faults generate negative-sequence voltages
in the network [38,39]. The study of these voltage disturbances shows that the occurrence percentage
of balanced faults (symmetrical three-phase faults) is very low, close to 3–2% [40].
The method of symmetrical components permits to extend the per phase analysis to systems
with unbalanced loads or faults and provides a practical tool for understanding the operation of a
three-phase system during unbalanced conditions [41–47]. However, as stated in the work of [39], “the
interaction of the symmetrical components produces active and reactive power oscillations (p˜ and q˜) at
the output of the converter, which should be carefully controlled”.
During voltage sags, the instantaneous phase voltages (v1 to v4) at the output of each node (DPGS)
can be described as the sum of their positive- and negative-symmetric sequences [38]. Applying
Clarke’s transformation, these local voltages are expressed in the stationary reference frame (SRF) as
vα = v+α + v
−
α = V
+ cos
(
ω t + φ+
)
+ V− cos
(
ω t + φ−
)
(1)
vβ = v+β + v
−
β = V
+ sin
(
ω t + φ+
)−V− sin(ω t + φ−) (2)
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where vα and vβ are the instantaneous voltages expressed in the SRF, vα+ and vβ+ are the
positive-sequence voltages, vα– and vβ– are the negative ones, and ω is the grid angular frequency.
V+ and V– are the amplitudes of the positive- and negative-sequence voltages, respectively,
V+ =
√(
v+α
)2
+
(
v+β
)2
(3)
V− =
√(
v−α
)2
+
(
v−β
)2
(4)
and φ is the angle between the positive and negative sequences.
φ = φ+ − φ− = cos−1
 (v+α v−α )−
(
v+β v
−
β
)
V+ V−
 (5)
Therefore, any voltage sag can be characterized by Equations (3)–(5).
Similarly, with the values of the voltage sequence amplitudes (V+ and V–), the effective voltage
(Ve) can be calculated as indicated in the IEEE Std 1459™-2010 [48]:
Ve =
√
(V+)2 + (V−)2 (6)
This collective value concept, introduced by Buchholz to represent the voltages and currents
collectively in a multiphase system [49], will be used to compare the voltage support responses
obtained in the experimental results.
2.3. Requirements under Voltage Sags
In the absence of grid failures, each DPGS delivers its PG into the grid while maintaining amplitude
control of the injected currents. During voltage disturbances, GCs require additional services to
maintain the integrity of the grid and increase its reliability. As a rule, under grid disturbances,
wind GCs primarily require LVRT and RCI capabilities. Other GCs also require both active and
reactive power injection to simultaneously feed and support the grid [10,11]. GCs for PV systems only
require active power injection, although reactive power injection is a mandatory capability in some
countries [50].
3. Problem Statement
This section presents the description of the problem that includes the concept of voltage support,
a comparative analysis of different control strategies for generating reference currents in grid-connected
converters, the formulation of the problem, and a brief explanation of the chosen control scheme.
3.1. Voltage Support Concept
The experiments carried out in this study take into account the complex impedance [51] of the
lines. This fact allows addressing the voltage support concept, whose primary objective is to regulate
the phase voltages within the limits established in GCs for continuous operation [18]. In this work,
these voltages are not regulated, but experimental data are obtained to analyze the changes in local
voltages due to the injected currents. As a result of the voltage support capability of each DPGS, the
amplitudes of the positive- and negative-sequence voltages for each node, Vi+ and Vi− (for i = 1 to 4),
can be expressed as a function of the equivalent grid voltage, the equivalent grid impedance (Zeqi),
and the injected current amplitudes as [52]
V+i = Reqi I
+
pi +ωLeqi I
+
qi +
√(
V+gi
)2 − (ωLeqi I+pi − Reqi I+qi)2 (7)
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V−i = Reqi I
−
pi −ωLeqi I−qi +
√(
V−gi
)2 − (ωLeqi I−pi + Reqi I−qi)2 (8)
where Ipi+, Ipi−, Iqi+, and Iqi− are the current amplitudes associated with the active and reactive powers
and Vgi+ and Vgi− are the amplitudes of the positive- and negative-sequence voltages at the grid
side, respectively. Notice that Vg is not available in a practical application. Indeed, Vg is never used
in the control algorithm (see Figure 2). Each local voltage vector vi is sensed at the output of its
corresponding inverter and, therefore, these are the voltages used in the control algorithm.Energies 2018, 11, x FOR PEER REVIEW  8 of 20 
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In both Equations (7) and (8), the second term ins de the radical is egligible; t erefor , each
square root becomes Vgi+ and Vgi−, respectively. As shown in Equation (7), the amplitudes of the
positive-sequence currents (Ipi+ and Iqi+) increase the amplitude of the positive-sequence voltage
(Vi+). Now, it can be seen from Equation (8) that the product Reqi Ipi− must be negative to reduce the
amplitude of the negative-sequence voltage (Vi−). From these two equations, it can be said that the
voltage support solution is related to the different amplitudes of injected currents, but it is closely
linked to the equivalent grid impedance.
When analyzing the voltage support effects, thanks to the use of symmetric sequences, the
inverters can be vi w d as current sour es [53] tha i ject active and reactive currents into the grid via
positive and negative sequences.
3.2. Comparison of the Principal Strategies for Generating Reference Currents in Grid-Connected Inverters
Different strategies and methods for generating the controller reference currents of a DG
system—to deliver into the network active and reactive powers (P and Q), under unbalanced grid
voltage conditions—can be found in the literature [19,39,54].
In this section, an injection method to implement a multi-inverter system with voltage support
performances is chosen. The analysis that is carried out in this section compares different control
strategies to identify their advantages and disadvantages. Active power oscillations, which can cause
system malfunction; total harmonic distortion (THD), which can affect the energy quality generated
by the inverter; and maximum current (Imax), which could be higher than the inverter rated current
(Irated) [19], are fundamental aspects to consider.
Based on the works of [54], the fundamental control strategies used to generate reference currents
and their characteristics are summarized in Table 3, in which it is possible to see which have a
better performance.
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Table 3. Comparison of different strategies for generating reference currents. THD—total harmonic
distortion; FBSS—flexible balance of symmetric sequences.
Strategy Power Behavior THD Imax
IARC [39] p˜ ≈ 0 and q˜ ≈ 0negligible oscillations high high
AARC [39] when Q = 0⇒ p˜ 6= 0when P = 0⇒ q˜ 6= 0 low low
BPSC [39,55] p˜ 6= 0 and q˜ 6= 0lower oscillations low low
ICPS [55] if Q 6= 0⇒ p˜ 6= 0if P 6= 0⇒ q˜ 6= 0 medium high
PNSC [39,55] when P 6= 0 and Q = 0⇒ q˜ 6= 0when P = 0 and Q 6= 0⇒ p˜ 6= 0 low high
ZSCC [56] p˜ = 0 and q˜ = 0four-wire or six-wire systems low very high
FPNSC [39] p˜ 6= 0 and q˜ 6= 0power oscillations low properly controllable
FBSS (L grids) [16,25] p˜ = 0 and q˜ 6= 0q˜ = 0 if P = 0 (special case) low properly controllable
FBSS (R grids) [57] P 6= 0, Q = 0, and q˜ 6= 0p˜ = 0 (special configuration) low properly controllable
VSS (RL grids) [52,53] p˜ 6= 0 and q˜ 6= 0 low properly controllable
It can be seen from the data in Table 3 that only few control strategies, IARC [39], ZSCC [56], and
FBSS [16,25,57], avoid active power oscillations during voltage sags, which is especially important in
PV applications. The set of reference currents used by the authors of [25] is based on the work of [16],
a voltage support strategy that introduces the so-called “flexible balance of symmetric sequences
(FBSS)”. Therefore, different control objectives will be achieved by tuning the control parameters to
balance the positive- and negative-sequence voltages. One of those objectives is the cancellation of
active power oscillations (p˜), as these oscillations negatively affect the dc-link voltage and can provoke
an inverter malfunction.
Regarding the reduction of the maximum current, BPSC [39,55], AARC [39], FPNSC [39],
FBSS [16,25,57], and VSS [52,53] have the best performances, while ZSCC [56] is the least favorable.
As for the harmonic distortion, the worst case is found in IARC [39], followed by ICPS [55]. The other
strategies have low THD. In terms of the control complexity, it is also important to note that
BPSC [39,55] and FBSS [16,25,57] are less complex than the others.
3.3. Problem Formulation
A certain impedance must be considered between the inverter connection point and the utility
grid to test the voltage support capability. When providing voltage support to the grid during voltage
sags, changes in the local voltage (vi) due to the injected current (ii) must be estimated. All the currents
(i1 to i4) injected into the network will produce effects on the inverter output voltages (v1 to v4) due to
the equivalent grid impedance Zeqi [52].
Mainly, the control strategy [25] has been chosen to evaluate its effect on voltage support and
because it has the following characteristics:
1. Capability to deliver both P and Q into the grid.
2. Current injection by positive and negative sequences (Ip+, Iq+, Ip− and Iq−).
3. Low THD.
4. Maximum current limitation.
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5. Mitigation of active power oscillations.
6. Reduced complexity (control algorithm with a set of reduced instructions).
This control strategy has not been studied for voltage support and it was validated only for
current injection considering a single inverter. As a contribution, the voltage support effects in the case
of multi-inverter systems are analyzed in this work.
3.4. Control Scheme
The general procedure of this control strategy is depicted in Figure 2. Firstly, the voltage sag
is detected. Secondly, the positive- and negative-voltage sequences (vα+, vβ+ and vα−, vβ−) are
obtained from the sequence extractor [58], and then the amplitudes (V+, V−) are calculated by
Equations (3) and (4). Afterwards, the power references (P*, Q*) are calculated based on the sag
characteristics (V+, V− and φ), the generated power (PG), and the rated current (Irated).
Note that the block of reference powers comprises the control algorithm. The maximum allowable
active power (Pmax) is always calculated and compared with PG to protect the inverter. If PG is higher
than Pmax, the controller applies an active power curtailment (APC) and sets P* = Pmax. During voltage
sags, the control algorithm works in the same way and gives priority to the delivery of active power,
but now each inverter is forced to inject Irated because of the fault conditions. If PG is less than Pmax,
then Irated is not exceeded and, therefore, a determined amount of reactive power must be injected to
reach Imax. Finally, the current references (iα*, iβ*) are computed.
The objective of this strategy is to inject the rated current of the inverter and avoid oscillations
of the active power when a voltage sag occurs. For this purpose, the control algorithm meets
five conditions:
1. To prioritize injection of active power.
2. To inject the rated current.
3. To apply APC when PG > Pmax.
4. To inject reactive power into the grid when PG < Pmax to reach Irated.
5. To avoid active power oscillations (p˜ = 0).
Therefore, the reference currents can be written as
i∗α =
2
3
(
v+α − v−α
(V+)2 − (V−)2 P
∗ +
v+β + v
−
β
(V+)2 + (V−)2
Q∗
)
(9)
i∗β =
2
3
(
v+β − v−β
(V+)2 − (V−)2 P
∗ − v
+
α + v−α
(V+)2 + (V−)2
Q∗
)
(10)
and can be expressed as [59]
i∗α = I+p
(
v+α
V+
)
− I−p
(
v−α
V−
)
+ I+q
(
v+β
V+
)
+ I−q
(
v−β
V−
)
(11)
i∗β = I
+
p
(
v+β
V+
)
− I−p
(
v−β
V−
)
− I+q
(
v+α
V+
)
− I−q
(
v−α
V−
)
(12)
where the current amplitudes (Ip+, Ip−, Iq+ and Iq−) are formulated based on the following relations:
I+p =
2
3
V+
(V+)2−(V−)2 P
∗ , I−p = 23
V−
(V+)2−(V−)2 P
∗ (13)
I+q =
2
3
V+
(V+)2+(V−)2
Q∗ , I−q = 23
V−
(V+)2+(V−)2
Q∗ (14)
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Details on the derivation of the reference powers (P* and Q*) can be found in the literature [25].
4. Experimental Results
Only the injection of P and Q into the grid was evaluated in the literature [25], but the effect
that its control algorithm has on the voltage support was not considered. Hence, this effect on local
voltages during a voltage sag will be the major focus of the present study, but in a more complex
scenario of multiple grid-connected inverters. To this end, five experiments were performed using an
experimental prototype (at the PNL) that emulates the operation of multiple renewable distributed
generators based on inverters. Table 4 shows the values of the system parameter.
Table 4. System parameters.
Quantity Acronym Value
grid voltage V 110.0 V rms
grid frequency f 60.0 Hz
rated power Sb 1.5 kVA
rated current Irated 5.0 A
LC filter inductances Lf 5.0 mH
LC filter capacitances Cf 1.5 µF
LC filter damping resistors Rd 68.0 Ω
Common resistive load RL 22.0 Ω
Local resistive loads RL1, RL3 88.0 Ω
sampling/switching frequency fs 10.0 kHz
Different profiles of power injection have been tested—according to the power generated by each
DPGS—using the concept of the network topology presented in Figure 1. All values of generated
power (PG), reference active power (P*), and reference reactive power (Q*), are consolidated in Table 5.
Table 5. Power injection profiles. PG—generated power; P*—reference active power; Q*—reference
reactive power.
Power DPGS Profile 1 Profile 2 Profile 3 Profile 4 Profile 5
PG (W)
1 325.0 100.0 600.0 100.0 1000.0
2 325.0 300.0 300.0 100.0 100.0
3 325.0 300.0 300.0 100.0 100.0
4 325.0 600.0 100.0 1000.0 100.0
P* (W)
1 325.0 100.0 600.0 100.0 817.8
2 325.0 300.0 300.0 100.0 100.0
3 325.0 300.0 300.0 100.0 100.0
4 325.0 600.0 100.0 780.9 100.0
Q* (VAr)
1 898.0 935.3 669.5 937.2 0.0
2 848.8 842.7 846.7 903.0 881.3
3 800.2 801.5 810.2 856.2 846.5
4 786.6 541.7 851.7 0.0 841.7
4.1. Operation of Multiple Grid-Connected Inverters
A balanced profile of power injection has been chosen to explain the experimental results obtained
regarding the operation of multiple grid-connected inverters. In this profile, all the DPGSs have the
same generated power (PGi = 325.0 W), and almost identical values of Q* are obtained. Under these
circumstances, it is possible to see the effect of the equivalent impedance on the voltage support
capability at each node. Later it will be verified for this case that P* = PG.
Figure 3 shows the phase voltages of each DPGS, in which a 0.19-s voltage sag can be observed.
A voltage sag threshold of 90% of the declared voltage [60] has been specified to detect the start and end
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of the sag. At t = 0.10 s, the fault occurs but the control algorithm, together with the current limitation
algorithm, is not yet enabled. At this time, the set of positive- and negative-sequence reference active
currents focuses on maintaining the pre-fault power delivery. At t = 0.22 s, the control, together with
the current limitation algorithm, is activated to appreciate its control action. The voltage recovers the
pre-fault conditions from the instant t = 0.32 s, once the fault is cleared. The continuous red vertical
lines enclose the region where the control is activated.
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Although the voltage sag and the phase voltage unbalance can be seen in Figure 3, the control
action is easier to observe in Figure 4, in which the voltage sequence amplitudes are presented.
The upper subfigure reveals that there has been a marked increase in the positive-sequence voltage
amplitudes. However, the lower subfigure shows that the negative-sequence voltage amplitudes have
hardly changed as a result of the amounts of Iqi− that are injected.
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The characteristics of the fault are also clearly indicated. The dashed blue vertical lines show the
duration of the failure (0.10 < t < 0.32 s), while the red lines delimit only the voltage sag below the
specified threshold and denote the sector where the control algorithm is enabled. The dashed black
horizontal lines indicate the upper and lower voltage thresholds.
Figure 5 shows the behavior of the current amplitudes (Ip+, Ip−, Iq+ and Iq−). In normal operation,
and after the fault is cleared, each DPGS only injects active power via positive sequence (Ip+).
During the first half of the voltage sag, only active power is injected through both sequences (Ip+ and
Ip−). The reactive current injection (RCI) is enabled from the instant t = 0.22 s. Note that the four
components (Ip+, Ip−, Iq+ and Iq−) are only injected when the control is enabled.
Figure 6 shows how the experimental phase currents increase thanks to the control action, but
without exceeding the nominal value. The black dashed lines represent the maximum current that
can be injected by each DPGS. When the control is enabled during the voltage sag, ic = Irated (5 A).
Note that Imax is reached in the most dropped phase (see vc in Figure 3).
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Figure 7 displays the power delivered to the network by each DPGS. In the top subfigure, it can
be seen that the instantaneous active power (p) is free of oscillations. The opposite occurs with the
instantaneous reactive power (q) that exhibits oscillations at twice the network frequency, as seen in
the lower subfigure.
This profile corresponds to a low-power production scenario in which P* = PG. The DPGSs
inject the same amount of active power, but there are small differences between the amounts of
reactive power they inject into the network. Although the voltage sag programmed as the fault in
the three-phase Pacific AMX-360 AC source has a constant profile, each node sees a slightly different
voltage sag as a result of its propagation. Consequently, the calculation of Q* at each node varies
according to the measurement of the voltage sag characteristics (V+, V− and φ).
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4.2. Experimental Analysis of the Voltage Support Capability
The five power injection profiles listed in Table 5 are analyzed concerning the variations of the
collective rms value of the grid voltage at each DPGS. The equivalent impedance plays an essential
role in this evaluation because its effect is amplified when the control algorithm is activated during the
grid failure.
The experimental results of each test are presented in two subfigures. The effective voltages are
shown in the left subfigure. The dashed red vertical lines delimit the zone where the control is enabled,
and the dashed black horizontal line indicates the voltage sag threshold of 90% of the declared voltage.
The bar graph gives information on the voltage variation at each node during the voltage sag; the
light-colored left bar represents Vei when the control is disabled, and the dark-colored right bar depicts
Vei when the control is enabled. Besides, the four equivalent impedance values listed in Table 2 are
indicated at the top of each figure. They are expressed in polar form to quickly identify the network
behavior according to the impedance angle (θeqi).
4.2.1. Power Injection Profile 1
Figure 8 displays the operation of the network according to the first power injection profile,
considering PGi = 325.0 (low-production scenario). The P injection is not suspended during the
voltage sag; the controller gives priority to this injection. Therefore, the voltage increase is due to
the Q injection in the interval 0.22 < t < 0.32 s. As PGi < Pmaxi, then P*i = PGi = 325.0 W, and a
considerable injection of reactive power Q* is produced. This injection maximizes the voltage support
in all the network nodes, but mainly in those that see a high equivalent inductance. This explanation
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agrees with the results presented in Figure 4, in which an increase in the positive-sequence voltage
amplitudes is observed. The node corresponding to the DPGS 4 has the smallest equivalent inductance
(Leq4 = 0.6 mH) of the testbed and, therefore, its voltage support is lower.Energies 2018, 11, x FOR PEER REVIEW  13 of 20 
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4.2.2. Power Injection Profile 2
Figure 9 shows the operation of the network according to the second power injection profile.
Since PGi < Pmaxi, then P*i = PGi. This change of profile did not affect the performance of the DPGSs.
Although P*2 and P*3 present the same power reduction (from 325.0 W to 300.0 W), the DPGSs 2 and 3
have values of Q* very similar to those of the previous profile. However, the DPGS 1, which increased
its value of Q*, and the DPGS 4, which doubled its amount of PG, did improve their voltage support
capability. Note also that, although Req3 = Req4 = 1.13 Ω, the DPGS 3 performs better voltage support
than the DPGS 4, because Leq3 = 73 Leq4.
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4.2.3. Power Injection Profile 3
The operation of the network according to the power injection profile 3 is shown in Figure 10.
As in the previous profiles, PGi < Pmaxi and, therefore, P*i = PGi. The DPGSs 2 and 3 maintain the
same values of P* (300.0 W) and, therefore, the values of Q* are similar to those of the previous profile.
Now, the DPGS 1 injects 600.0 W of active power into the network, which is why the effective voltage
(Ve1) at this node is the least affected during the voltage sag. However, in this profile, the voltage
variation ∆Ve1 is lower than in the previous one
(
∆VPIP 3e1 < ∆V
PIP 2
e1
)
. If Q* decreases because of a
t ff ti lt e
i l t i ce s e
t er is the lowest (P*4 = 100.0 ). l is i ,
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It should be noted that active power references depend on the amount of generated power,
as opposed to the reactive power references. Therefore, in a low-power production scenario, the
possibilities of adjusting active power references are reduced.Energ es 2018, 11, x FOR PEER REVIEW  14 of 20 
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4.2.4. Power Injection Profile 4
Figure 11 shows the operation of the network according to the fourth power injection profile.
A low-power production scenario has been configured for the DPGSs 1 to 3 (PG = 100.0 W), which
causes a high injection of reactive power Q* that mainly benefits the nodes 1 and 2. The opposite
occurs with the DPGS 4, which has a high active power production (PG4 = 1000.0 W) that makes the
reactive power reference zero (Q*4 = 0.0 VAr).
The equivalent impedance Zeq 4 seen by the DPGS 4 allows appreciating the significant effect that
the P injection has on the voltage support in resistive grids. Since the amplitude of the grid voltage
decreases during the grid fault, the generated reference currents, which focus on maintaining the
pre-fault power delivery, overpasses the limit value in the interval 0.10 < t < 0.22 s. At t = 0.22 s,
the control, together with the current limitation algorithm, is activated, which makes the currents
remain below the maximum admissible value, while the maximum active power is injected into the
grid (P*4 = Pmax4 = 780.9 W). As soon as the control is enabled, the APC is performed, that is, the
components of the active currents (Ip4+ and Ip4−) are reduced. This control action can be seen reflected
in the behavior of the effective voltage Ve4.
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4.2.5. Power Injection Profile 5
The results of the voltage support effect of the last po er injection profile are presented in
Figure 12. In this case, the low-power production sc nari was configured for the DPGSs 2 to
4 (PG = 100.0 W). Now, the DPGS 1 has a high active power production (PG1 = 1000.0 W) that reduces
the reactive power reference at th s ode to z ro (Q*1 = 0.0 VAr).
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This profile of power injection is the least efficient regarding voltage support, except at the node 2,
which undergoes the most notable voltage change (∆Ve2) of the profile. The equivalent impedance Zeq2
seen by the DPGS 2, together with its reference of reactive power (Q*2) when the control is enabled,
maximizes the effective voltage variation. Now, the DPGS 1 performs the APC (from 1000.0 W to
817.8 W) when the voltage sag occurs. Observe that P*1 < PG1 because PG1 > Pmax1 during the failure.
Therefore, the current amplitudes Ip1+ and Ip1− are reduced, but the effective voltage Ve1 improves
when the control is activated because of ∆Ve2. Considering the characteristics of Zeq1, the reduction of
P*1 is important to control Imax1, but its effect on the voltage support is negligible.
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4.3. Discussion on Voltage Support Capabilities
Figure 13 shows the results of the voltage support capability of the DPGS 1 during the five tests
that were carried out. At this point, it is not necessary to analyze each DPGS, thus a single one has
been chosen to discuss its behavior. The primary variables have been normalized and are presented in
a single plane in per unit (p.u.). The maximum values obtained during each test are displayed using
circular markers. The gray markers indicate the effective voltage (Ve1) when the control is disabled
(DisC), the black ones indicate the value of this voltage when the control is enabled (EnC), and the
green ones represent its variation (∆Ve1). Finally, the blue and red markers indicate the active and
reactive power references, respectively, when the control is enabled (EnC).
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Considering the equivalent impedance Zeq1 seen by the DPGS 1, in this case, the injection of
reactive power (Q) has a very noticeable effect on the voltage support; the profiles 1, 2, and 4 confirm
this fact. On the contrary, the voltage support is minimized when the injection of active power (P)
is predominant; the profile 5 is a clear example. Thus, for the profiles 3 and 5 that have sufficient
generated power (PPIP 3G1 = 600.0 W and PPIP 5G1 = 1000.0 W), it would have been better not only to inject
Q, but also to inject a certain amount of P to achieve more appropriate voltage support considering
the equivalent impedance Zeq1. The impedance angle θeq1 directly marks the criteria to establish the
relationship between P and Q.
In general, the grid impedance is considered mainly inductive (θ ≈ 90◦), but in low-voltage
networks, the grid impedance is mainly resistive (θ ≈ 0◦) [57]. In this work, a mixed case has
been considered in which the equivalent impedance seen by each inverter has inductive and
resistive characteristics.
Given that the equivalent impedance seen by the DPGSs 1 and 2 is mainly inductive, based on the
experiments carried out in this work, it would be appropriate for these two inverters only to inject
Iq+. The injection of Iq− could be discarded as its effect on the negative-sequence voltage amplitude
V− is almost imperceptible (see Figure 4). In the same way, the equivalent impedance seen by the
DPGSs 3 and 4 is mainly resistive, which is why the maximum injection of active power during the
voltage sag will help to support the grid better; however, when the generated power PG is deficient,
reactive power must necessarily be injected. In the fourth power injection profile, the DPGS 4 has a
high active power production and need not inject reactive power during the fault, as explained in
Section 4.2.4.
It should be noted that if only the injection of Iq+ is considered, then the voltage in each phase
rises equally [18], balanced phase currents are achieved, and the instantaneous active power exhibits
oscillations at twice the network frequency.
If only reactive power (Q) is injected into a mainly resistive network when a voltage sag occurs,
the injection has no effect on the voltage support, but it produces power losses due to core losses and
copper losses (P = I2rmsR) [61]. Similarly, when active power (P) is injected into a mainly inductive
network, the injection also has no effect on the local voltages and, besides, limits the injection capability
of the inverter.
This analysis allows asserting that if Ip+ is injected into an inductive network when a voltage sag
occurs, the voltage support is inefficient; likewise, that if Iq+ is injected when a voltage sag occurs in a
resistive network, the reactive current injection does not mitigate the sag, but there are power losses.
4.4. Future Works
In future works, not only experimental tests will be carried out with multiple converters
simultaneously injecting active and reactive power into the grid, but different injection strategies will
also be tested. In the same way, different indexes of performance will be measured, compared, and
analyzed, among which it is essential to highlight the following: injected current, positive-sequence
voltage, negative-sequence voltage, voltage imbalance, injected active power, and injected reactive
power. Moreover, both voltage support and grid feeding have to be further evaluated.
5. Conclusions
Many solutions have been adopted to control a single inverter with different control strategies;
however, new analysis factors appear—which have not been observed in previous works—when
several grid-connected inverters coincide.
In this work, a specific control algorithm has been chosen for all inverters, and two main
parameters have been considered to perform the analysis presented in the previous section: (1) the
equivalent impedances (Zeqi) and (2) the generated power (PGi). The different profiles of active power
production provide a grid environment of variable conditions. The changes in these profiles have a
direct impact on the power delivery settings for each DPGS.
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The principle used with a single inverter to regulate the grid voltages through the injection of
reactive current has been verified experimentally in several inverters connected to a network with
complex impedance. In addition, each controller can simultaneously deliver active and reactive power
to the network through positive- and negative-sequence components.
Although the literature has documented the use of reactive power control methods to deal with
overvoltage problems taking advantage of the power capabilities of distributed inverters, this study
demonstrates experimentally that these capabilities can also be used to support the grid under voltage
sags in a more complex scenario.
It is essential to include the grid impedance effect when designing or selecting a control strategy
for DG systems. The impedance angle will delimit the injection method, and the impedance module
will determine the effect/impact of such injection.
If the local voltages are within the stipulated limits, no action will be necessary. Otherwise, each
DPGS will execute its control strategy according to the interests of the owners and transmission system
operators (TSOs) and, ideally, as a function of the equivalent impedance seen by each converter, an
exciting topic of research that is open for a new generation of GCs. The obtained experimental results
invite to continue with the investigation of the dynamics that arise in the grid when multiple converters
simultaneously inject power and help support this grid in the presence of faults such as voltage sags.
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